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SECTION 22 63 00  

GAS SYSTEMS FOR LABORATORY AND HEALTHCARE FACILITIES 

PART 1 - GENERAL 

1.1 DESCRIPTION 

A. Central Laboratory and Healthcare Gas Systems: Consisting of oxygen, 

nitrous oxide, nitrogen, and compressed air services; complete, ready 

for operation, including all necessary piping, fittings, valves, 

cabinets, station outlets, rough-ins, ceiling services, gages, alarms 

including low voltage wiring, nitrogen control panels, cylinder 

manifolds, air compressors, electric motors and starters, air dryers, 

filters, pressure regulators, dew point, carbon monoxide monitors and 

all necessary parts, accessories, connections and equipment.  

B. Laboratory and healthcare gas system alarm wiring from equipment to 

alarm panels. 

1.2 RELATED WORK 

A. Sealing around pipe penetrations to maintain the integrity of time rated 

construction: Section 07 84 00, FIRESTOPPING. 

B. Sealing around pipe penetrations through the floor to prevent moisture 

migration: Section 07 92 00, JOINT SEALANTS. 

C. General requirements and items common to more than one section of 

Division 22. Section 22 05 11, COMMON WORK RESULTS FOR PLUMBING.  

D. Vacuum Piping and Equipment:  SECTION 22 62 00, VACUUM SYSTEMS FOR 

LABORATORY AND HEALTHCARE FACILITIES 

1.3 QUALITY ASSURANCE 

A. Materials and Installation: In accordance with NFPA 99, (2005) and as 

specified. 

B. Equipment Installer: Show technical qualifications and previous 

experience in installing laboratory and healthcare equipment on three 

similar projects. Submit names and addresses of referenced projects.   

Installers shall meet the qualifications of ANSI/ASSE Standard 6010. 

C. Equipment Supplier: Show evidence of equivalent product installed at 

three installations similar to this project that has been in 

satisfactory and efficient operation for three years. Submit names and 

addresses where the product is installed. 
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D. Laboratory and healthcare System Testing Organization: The testing shall 

be conducted by a party technically competent and experienced in the 

field of laboratory and healthcare pipeline testing. Testing and systems 

verification shall be performed by personnel meeting the qualifications 

of ANSI/ASSE Standard 6030.  Such testing shall be performed by a party 

other than the installing contractor. 

E. Provide names of three projects where testing of medical or laboratory 

gases systems has been performed by the testing agency. Include the name 

of the project, names of such persons at that project who supervised the 

work for the project owner, or who accepted the report for the project 

owner, and a written statement that the projects listed required work of 

similar scope to that set forth in this specification. 

F. Submit the testing agency's detailed procedure which will be followed in 

the testing of this project. Include details of the testing sequence, 

procedures for cross connection tests, outlet function tests, alarm 

tests, purity tests, etc., as required by this specification. For purity 

test procedures, include data on test methods, types of equipment to be 

used, calibration sources and method references. 

G. Certification: Provide documentation prior to submitting request for 

final inspection to include all test results, the names of individuals 

performing work for the testing agency on this project, detailed 

procedures followed for all tests, and a certification that all results 

of tests were within limits allowed by this specification. 

H. Installing contractor shall maintain as-built drawings of each completed 

phases for verification; and, shall provide the complete set at the time 

of final systems certification testing, for certification by the Third 

Party Testing Company. As-built drawings shall be provided on prints and 

in digital format. The digital format shall be in the native CAD system 

required for the project design.  Should the installing contractor 

engage the testing company to provide as-built or any portion thereof, 

it shall not be deemed a conflict of interest or breach of the ‘third 

party testing company’ requirement. 

I. “Hot taps” are not permitted for operating medical oxygen systems. 

Methods for connection and extension of active and pressurized medical 

gas systems without subsequent medical gas testing and verification are 

not allowed.  
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1.4 SUBMITTALS 

A. Submit as one package in accordance with Section 01 33 23, SHOP 

DRAWINGS, PRODUCT DATA, AND SAMPLES. 

B. Manufacturer's Literature and Data: 

1. Piping. 

2. Valves. 

C. Certification: The completed systems have been installed, tested, 

purged, analyzed and verified in accordance with the requirements of 

this specification.  

1.5 APPLICABLE PUBLICATIONS  

A. The publications listed below form a part of this specification to the 

extent referenced. The publications are referenced in the test by the 

basic designation only. 

 

B. American Society for Testing and Materials (ASTM): 

B819-(R2006)............Seamless Copper Tube for Medical Gas Systems 

C. American Society of Mechanical Engineers (ASME): 

A13.1-07................Scheme for Identification of Piping Systems 

B16.22-01(R2005)........Wrought Copper and Bronze Solder-Joint Pressure 

Fittings 

Section IX-07...........Welding and Brazing Qualifications 

D. American Welding Society (AWS): 

AWS A5.8-04.............Brazing Filler Metal 

AWS B2.2-91.............Standard for Brazing Procedure and Performance 

Qualification (Modified per NFPA 99) 

E. Compressed Gas Association (CGA): 

C-9-04..................Standard Color Marking of Compressed Gas 

Cylinders 

G-4.1 (2009)............Cleaning Equipment for Oxygen Service 
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V-1-05..................Standard for Compressed Gas Cylinder Valve 

Outlet and Inlet Connections 

F. National Fire Protection Association (NFPA): 

99-05...................Health Care Facilities 

G. United States Pharmacopoeia XXI/National Formulary XVI (USP/NF) 

H. Manufacturing Standardization Society (MSS): 

MSS-SP-72-99............Ball Valves With Flanged or Butt Welding For 

General Purpose 

MSS-SP-110-96...........Ball Valve Threaded, Socket Welding, Solder 

Joint, Grooved and Flared Ends 

MSS-SP-73-03............Brazing Joints for Copper and Copper Alloy 

Solder Pressure Fittings 

PART 2 - PRODUCTS  

2.1 PIPING AND FITTINGS 

A. Copper Tubing: Type "K", ASTM B819, seamless copper tube, hard drawn 

temper, with wrought copper fittings conforming to ASME B16.22 or 

brazing fittings complying with MSS SP-73. Size designated reflecting 

nominal inside diameter. All tubing and fittings shall be labeled 

"ACR/OXY", "OXY", "OXY/MED", "ACR/MED", or "MED". 

B. Brazing Alloy: AWS A5.8, Classification BCuP, greater than 537 C (1000 

F) melting temperature. Flux is strictly prohibited for 

copper-to-copper connections. 

C. Screw Joints: Polytetrafluoroethylene (teflon) tape. 

D. Memory metal couplings:  Temperature and pressure rating shall not be 

less than that of a brazed joint.  

E. Apply piping identification labels at the time of installation in 

accordance with current NFPA. Apply supplementary color identification 

in accordance with CGA Pamphlet C-9. 

F. Special Fittings: The following special fittings shall be permitted to 

be used in lieu of brazed joints: 
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1. Memory-metal couplings having temperature and pressure ratings joints 

not less than that of a brazed joint. 

2. Listed or approved metallic gas tube fittings that, when made up, 

provide a permanent joint having the mechanical, thermal, and sealing 

integrity of a brazed joint. 

3. Dielectric fittings where required by the manufacturer of special 

medical equipment to electrically isolate the equipment from the 

piping distribution system. 

4.  Axially swaged, elastic strain preload fittings providing metal to 

metal seal having pressure and temperature ratings not less than that 

of a brazed joint and when complete are permanent and non-separable. 

2.2 VALVES  

A. Ball: In-line, other than zone valves in cabinets: 

1. Seventy five millimeter (2 1/2 inches) and smaller: Bronze/ brass 

body, Fed. Spec. MSS SP72 & SP 110 , Type II, Class 150, Style 1, 

with tubing extensions for brazed connections, full port, three-piece 

or double union end connections, teflon seat seals, full flow, 4125 

kPa ( 600 psi) WOG minimum working pressure, with locking type 

handle, cleaned for oxygen use and labeled for intended service 

2. Eighty to one hundred millimeter (3-4 inches): Bronze/ brass body, 

Fed. Spec.  MSS SP72 & SP 110, Type II, Class 150, Style 1 with 

tubing extensions brazed to flanges, full ported, three piece, double 

seal, teflon seals, full flow, 4125 kPa (600 psi) WOG minimum working 

pressure, with locking type handle, cleaned for oxygen use and 

labeled for intended service. 

B. Check:  

1. Eighty millimeter (3 inches) and smaller:  Bronze/brass body, 

straight through design for minimum pressure drop, spring loaded, 

self aligning with teflon cone seat, vibration free, silent 

operation, supplied NPT female threads at each end with flow 

direction arrow permanently cast into, cleaned for oxygen use and 

labeled for intended service, 2750 kPa (400 psi) WOG minimum working 

pressure. 

2. One hundred millimeter (4 inches) and larger: Iron body, bronze trim, 

swing type, vertical or horizontal installation, flange connection, 
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with flow direction arrow permanently cast into, cleaned for oxygen 

use and labeled for intended service, 1025 kPa (150 psi) WSP. 

   

 

PART 3 - EXECUTION  

3.1 INSTALLATION 

A. Keep open ends of tube capped or plugged at all times or otherwise 

sealed until final assembly. 

B. Cut piping square and accurately with a tube cutter (sawing not 

permitted) to measurements determined at place of installation. Ream 

tube to remove burrs, being careful not to expand tube, and so no chips 

of copper remain in the tube. Work into place without springing or 

forcing. Bottom tube in socket so there are no gaps between tube and 

fitting. Exercise care in handling equipment and tools used in cutting 

or reaming of tube to prevent oil or grease being introduced into 

tubing. Where contamination has occurred, material is no longer suitable 

for oxygen service. 

C. Spacing of hangers: Current NFPA. 

D. Rigidly support valves and other equipment to prevent strain on tube or 

joints. 

E. While being brazed, joints shall be continuously purged with oil free 

nitrogen. The flow of purged gas shall be maintained until joint is cool 

to touch. 

F. Do not bend tubing. Use fittings.  

G. Apply pipe labeling during installation process and not after 

installation is completed. Size of legend letters shall be in accordance 

with ANSI A13.1. 

H. After initial leakage testing is completed, allow piping to remain 

pressurized with testing gas until testing agency performs final tests. 

I. Penetrations:  

1. Fire Stopping: Where pipes pass through fire partitions, fire walls, 

smoked partitions, or floors, install a fire stop that provides an 

effective barrier against the spread of fire, smoke and gases as 
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specified in Section 07 84 00, FIRESTOPPING, with intumescent 

materials only. Completely fill and seal clearances between raceways 

and openings with the fire stopping material.  

3.2 TESTS  

A. Initial Tests: Blow down, and high and low pressure leakage tests as 

required by current NFPA with documentation.  

3.3 CONNECTION TO EXISTING LABORATORY GAS SYSTEM: 

A. Contactor shall test the existing system for hydrocarbons, dew point, 

etc. If problems are present, the Resident Engineer/COR (RE) would 

notify the facility of the results. The facility would then make the 

necessary repairs and/ or maintenance.  

B. Install shut-off valve at the connection of new line to existing line. 

C. Coordinate time for shut-down of the existing laboratory and healthcare 

system with the VA medical center. 

D. Shut off all oxygen zone valves and gas riser valves if the section to 

be connected to cannot be totally isolated from the remainder of the 

system. 

E. Prior to any work being done, check the new pipeline for particulate or 

other forms of contamination. 

F. Insure that the correct type of pipe tubing and fittings are being used. 

G. Make a spot check of the existing pipelines in the facility to determine 

the level of cleanness present. 

H. Reduce the pressure to zero and make the tie-in as quickly as possible. 

A nitrogen purge is not required since this would require another 

opening in the pipe. 

I. After the tie-in is made and allowed to cool, slowly bleed the source 

gas back into the pipeline. Test the work area for leaks with soapy 

water and repair any leaks. 

J. After all leaks, if any, are repaired and the line is fully recharged, 

perform blow down and testing. Open the zone that is closest to the main 

to the system, access the closest outlet to the work, and blow the main 

through the outlet. After the outlet blows clear into a white cloth, 

make an additional check at a zone most distant from the work. Perform 

all required current NFPA tests after connection. 
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